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UPPER SECTION SLIDING TYPE
C.l. VALVE BOX (RICH MODEL 940-B,
18 INCHES HIGH)
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NOTES

1. PROVIDE EXTENSION PIECE WHERE REQUIRED FOR VALVE
BOX. (RICH MODEL 044, 12 INCHES HIGH)

2. VALVE SIZE AND ENDS AS SPECIFIED OR INDICATED
ON THE PLANS.

5. CONCRETE OR A.C. PAD REQUIRED IN AREAS OUTSIDE
OF STREET SURFACE.
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